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Service Type:

N : Normal Load

E : Emergency Load

Load Duty:

C : Continuous Load

I : Intermitant Load

S : Stand By Load

LR/FL: Loacked Rotor / Full Load Current

Load Type:

M: Motor

F: Non-Motor

Definition of API Factor

1.25          for Motor Power < 22kW, 

1.15          for Motor Power between, 22kW and 55kW

1.1            for Motor Power > 55kW

Height derating factor can be determined as follows if no manufacturer data is available:
Height Above Sea Level Height Factor

< 1000 m 1

1000 < Height < 1500 m 0.97

1500 m > 0.94

D01

Feeder Type:

Feeder Type:

F1: Simple 4-Pole MCCB Feeder with Thermal/Magnetic Trips, for I<63A Feeders
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1. Mechanical Power (KW):Mechanical Power for Motors = BHP(KW) x API  Factor / (Cooling Factor x Height Factor)

2. Rated Power(KW):Rated Power = The  Nearest Size of The Equipment to Mechanical Power of Motors

3. Load Factor(%): Load Factor = (BHP/Rated Power) x 100

4. Normal Operation(A):Normal Operation (A) = Rated Power / (Sqrt(3) x Nominal Voltage x cosØ)

5. Starting Current(A):Starting Current(A) = (LR/LF) x Normal Current

6. Electrical  Power Demand (KW):

Electrical Absorbed Power Demand (KW) = BHP(KW) x Diversity Factor / Efficiency

Electrical Absorbed Power Demand (KW) = Rated Power(KW) x Diversity Factor / Efficiency

7. Electrical Reactive  Power Demand (KVAR):

Electrical Reactive  Power Demand (KVAR) = Electrical Absorbed Power Demand (KW) x Tangent(Ø

For "Electrical Demand" calculation, following "Diversity Factors" has been considered (based on peak loads):

Continous:  100% Diversity factor.

Intermittent: Normally less than 12 hours/day, As generaly 75% 

Standby: Spare/Backup drives or systems, As generaly 10% or biggest standby load (which is bigger)
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1 D01
Existing LV Switchgear 

in Siahmakan
TR1-F Rectifier Transformer Cathodic Protection N C 1 3 0.4 F - - - - - - 5 90 85 100.0 1 9.4 5.56 3.44 6.54 F1
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